CENTER STREET WATER SERVICE REPLACEMENT
- MAIN ST TO 1470 EAST - SEGMENT 4
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VICINITY MAP

PUBLIC WORKS DEPARTMENT MAYOR & CITY COUNCIL

Public Works Director: Brad Stapley, P.E. springville Mayor Rick Child
City Engineer: Jeff Anderson, P.E. Councilman Chris Creer

Engineering PM: Travis Anderson, P.L.S. 110 South Main Street Councilman Jason Miller

Civil Engineer: Caleb Christen, E.I.T. Springville, Utah 84663 Councilman Brett Nelson

: : Tel: 801.491.2780 : .
Public Works Inspector: Paul Curtis Eax: 801.489.2709 Councilman Mike Snelson

SWPP Inspector: Brent Dunkley www.springville.org/public-works Councilman Craig Jensen
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Qv MEGALUG OR APPROVED
EQUIVALENT RESTRAINT

MINMUM PIPE LENGTH.
18" FOR DUCTILE IRON
20° FOR PVC

MEGALUC OR APPROVED

CHANICAL RESTRAINT SPECIICATION “L" 1
T (176 175 [ 102 -17] =
1720 1726 67 150 | 150 ' 20 | 20 | 74 | 118 | 20 | 34 | &i
74 | 20 [ 20 | 20 | 56 | 20 | 20 | 40

FEET FOR BENDS ON SPECIFIED DIAMETERS.
T4 106 [0 & [10-10]8F |86 |88

MEGALUG OR APPROVED EQUIVALENT RESTRAINTS
JONTS ALONG
s

SHALL BE INSTAL
LENGTH L AS GIVEN IN THE TABLE:

MEGALUC OR APPROVED
EQUIVALENT RESTRAINT

MINMUM PIPE LENGTH.
18 FOR DUCTILE IRON
20 FOR PVC

MNMUM PIPE LENGTH.
18" FOR DUCTILE IRON
' FOR PVC

MEGALUG OR_APPROVED EQUIVALENT BEND ANGLE

RESTRAINTS SHALL BE INSTALLED
ON AL JONTS ALONG LENGTH L
AS GIVEN IN THE TABLES

BV PIPE MECHANICAL RESTRAINT SPECIFICATION “L” IN_FEET FOR BENDS ON_SPECIFIED DIAMETERS
3 2 1/7 BENI -

PE
WECHANICAL RESTRANT SPECIFICATION "L IN FEET FOR BENDS ON SPECIFIED DIAMETERS
11174 BEND 22 1/7 BEND 45" BEND

TYPE OF PIPE
7T e oT & & oT gl e 4]
PRESSURIZED IRRIGATION | {8 [ 18| 18] 18] i8] {8 | 18] i8] 181 18] 241 21] 18] 18 i8] o] 50l 47( 33124
NOTES: [CULINARY WATER Te 118 18] 18] 8] 16 [ 161 18] 18] 161 16 18] 18] 18] 18] 401331 28] 211 16
1-ALL RESTRANNG DEVCES SHALL BE INSTALLED ACCORDING TO THESE REQUREMENTS OR MANUFACTURER SPECFICATIONS. WHICHEVER 15 losT
CONSERVATIVE.

2. FOR TRANSITIONS BETWEEN PVC AND DUCTILE IRON PIPE USE THE PVC TABLE.

3. MECHANICAL RESTRAINTS FOR PIPE LARGER THAN 12° IN DIAMETER MUST BE DESIGNED BY A LICENSED ENGNEER AND APPROVED BY CITY ENGNEER.
3 VERTICAL BENDS MUST BE DESIONED BY A LICENSED PROFESSIONAL ENGINEER AND APPROVED BY CITY ENGINEER.

5. MECHANICAL RESTRANTS MAY ONLY BE USED ON PVC OR DUCTILE IRON PIPE.

LENGTH L AS GIVEN IN THE TABLES

PVC PIPE DUCTILE IRON PIPE.
MECHANICAL RESTRANT SPEGIFICATION “L" IN FEET FOR MECHANICAL RESTRANT SPECIFICATION "L" IN FEET FOR
DEAD ENDS ON SPECIFIED DIAMETERS DEAD ENDS ON SPECIFIED DIAMETERS

TYPE OF PIPE [orTe e[ 4]
PRESSURIZED

TYPE OF PIPE Tiz"]
PRESSURIZED IRRIGATIO 2517051 80 | 57 |
‘CULINARY WATER 78 5 [42[ 50

E Tz ]
IRRIGATIO
UNARY WATER 23

MEGALUG OR APPROVED
EQUIVALENT RESTRANT

NEGALUG OR APPROVED

EQUIVALENT RESTRAINTS SHALL BE REDUGER
INSTALLED ON ALL JONTS ALONG

LENG] LES

TH L AS GIVEN IN THE TABI

PVC PIPE

IANICAL RESTRAINT SPECIFICATION "L IN_FEE DUCERS ON_SPECIFIED DIAMETERS
=l 12°-8"] i "—4"] 10"-6"[ 10°—8"] B"—4"] 8"—6" ] 6"—4"
T2 | 115 [ oo | 21 [ 66 [ e [ 45 | & ]

65 | 60 | 85 | &4 | 35 | 62 | 36 | 34 |

7
I I Z S N S
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TFIED_DIAWETERS.
i e I

NOTES:
1AL RESTRAINNG DEVICES SHAL B INSTALLED ACCORDING TO THESE REQUIREMENTS OR MANUFACTURER SPECIICATINS,

WHICHEVE

2. MECHANICAL RESTRAINTS FOR PIPE LARGER THAN 12" IN DIAMETER MUST BE DESIGNED BY A LICENSED PROFESSIONAL ENGINEER
D APPROVED BY CITY ENGINEER,

3. MECHANICAL RESTRANTS MAY ONLY BE USED ON PVC OR DUCTILE IRON PIPE.

4. A FIRE HYDRANT IS CONSIDERED AN END CAP/DEAD END.

5. EXTERNAL BELL RESTAURANTS REQURED AT FIRST JONT FROM FITTING REGARDLESS OF LENGTH/DISTANCE FROM AITTING

|6 EXTERNAL BELL RESTAURANTS REQUIRED AT FIRST JOINT FROM FITTING REGARDLESS OF LENGTH/DISTANCE FROM FITTING L
e o e or Y
Fiotrte s RESTRAINING DETAIL TEE AND BENDS SRS L Einbeo RESTRAINING DETAIL END CAP AND REDUCER TR
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